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DRAFT - UPDATED PLANT ROAD, UNDERGROUND LINE28-09-2022C

DRAFT - UPDATED WITH EXTENDED PLOT AREA14-10-2022D

DRAFT - UPDATED BOUNDARY & WATER TANK03-11-2022E
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KEY PLAN

DRAFT - UPDATED WITH INVERTER AREA.09-02-2023G

-  2 x 26 PV TRACKER MODULE (JA 570Wp)
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-  PLANT INTERNAL ROAD (4m WIDTH)
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-  UNDERGROUND TRENCH

   (33kV INVERTER/COMMUNICATION CABLE)

-  INVERTER STATION
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-  INVERTER STRING AREA

DRAFT - RENAME 110kV, WATER RACES & INV STN MOVED.01-06-2023H

-  HARDSTAND FOR FIRE FIGHTING TRUCK

DRAFT - ADDED HARDSTAND, RELOCATED FIRE TANKS.08-06-2023I

DRAFT - RELOCATED FIRE TANKS AND INVERTERS.26-06-2023K
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